Addendum No. 3

ITB No. 21-13
HIGH SERVICE PUMPS 1 & 2 REBUILD

July 23, 2021

ITB #21-13 is hereby amended as follows:

1. **Below are questions received and corresponding answers:**

   1. **Question:** Is there a BOM available for the pumps?

      **Answer:** See attached Build of Materials and Drawings.

   2. **Question:** What type and brand of seals are currently installed in the pumps
      a. I have a picture I took but it is really hard to tell

      **Answer:** The pumps have the original seals. Flowserve Seals

   2. All other conditions remain in full force and effect.

   3. If a Bid has been submitted and anything in this Addendum causes the bidder to change the item offered or to increase or decrease the Bid price, the new price and/or changes will be inserted below:

      __________________________________________________________
      __________________________________________________________

   4. All bidders under this Invitation to Bid are kindly requested to acknowledge receipt of this Addendum on page 14 of the Bid Form.

   **Tina Malone**
   Tina Malone, CPPB CPPO
   Procurement Manager
   Department of Finance, Purchasing Division